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VARIES

EX. WAFFLE SLAB

EX. GROUT

SEE S230 FOR NEW LATERAL BRACE

EXISTING BEAM #4: W 16 X 26

(BASED ON SITE MEASUREMENTS)

7 IN

NEW WT 9x20

PROVIDE NEW SPRAY FIREPROOFING OF SAME TYPE
AND THICKNESS AS EXISTING, FOR 2 HOUR RATING.
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