
PNL-EM, 
225AT/225AF, in 
Mechanical Room

Neutral bonding kit

N A B C

MDP, 800A, 208Y/120, 3 PH, 4W, in Mech Room

Off

On

On

Portable 
Generator

NF455DTK, 3 pole, heavy duty 
non-fusible switch, double-throw
switch, in weather-proof 
enclosure (Model no to be 
revised later)

To building neutral/ground 
bonding (Non-separately 
derived system) 

GEN

A B C

Bonding Jumper to system neutral 
from MDP

HF365N, 3 Pole, 3-
fused Switch with solid 
neutral, 
Service Disconnect 
fused Switch, 225A, 
with Class R, J, or T 
fuse.  Weather-proof 
enclosure.  Service 
entrance rated

Exterior
Interior, Mechanical Room

Field connection for generator 
Neutral/ground (Grounded 
service conductor)

N

N

A sign should be put outside of both the MTS and 
disconnect switch to state that a connection to the 
neutral bus termination from the generator is 
necessary (when MTS is in off position) prior to 
switching over to generator power


