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HAZARD IDENTIFICATION LEGEND

Hazards listed above are only those considered
significant risks and:

HAZARD IDENTIFICATION
(if none state 'none relevant')

PSH

NOTE:

a) not likely to be obvious to a competent contractor or
    other designers:
b) unusual; or
c) likely to be difficult to manage effectively

The above should be read in conjunction with additional
information contained in the
Pre - Construction information documentation.

CONTROL AND
MITIGATION MEASURES

1. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH ALL RELEVANT
ARCHITECTS, STRUCTURAL ENGINEERS, PSH DRAWINGS  AND
SPECIFICATIONS.

2. ALL INFORMATION AND LAYOUT ON THIS DRAWING IS SUBJECT TO SITE
DIMENSION CHECKS. DO NOT SCALE FROM THIS DRAWING.

3. ALL DIMENSIONS ARE IN MILLIMETERS UNLESS NOTED OTHERWISE.

4. ANY DISCREPANCIES BETWEEN DRAWINGS AND SPECIFICATION OR
RELATED DOCUMENT, THE ENGINEER SHALL BE NOTIFIED IN WRITING
FOR VERIFICATION OF DISCREPANCY.

 5. ALL INFORMATION ON LAYOUTS ARE SUBJECT TO
DESIGN/DEVELOPMENT.
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SCHEMATIC
DOMESTIC WATER SERVICES

REFURBISHMENT
PENDLEY MANOR HOTEL

KEY PLAN
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MANDEVILLE
HOTEL

THE CONTRACTOR IS RESPONSIBLE FOR CARRYING OUT
VALIDATIONS ON EXISTING DOMESTIC WATER SERVICES, TO
ENSURE ADEQUATE PIPE SIZING TO ALL AREAS. SECONDARY
PIPE SIZING TO ALL AREAS SHALL BE VALIDATED AND STRIPED
WHERE POSSIBLE AND THERMAL INSULATION TO BE INSTALLED
ON ALL NEW AND RETAINED PIPEWORK. VALIDATION RESULTS
TO BE ISSUED TO ENGINEER PRIOR TO STRIPPING OUT TO
ENSURE PIPE SIZING AND FLOW RATES ARE REFINED TO
REFLECT ACTUAL DIMENSIONAL CAPACITY.

IMPORTANT NOTE:
 ALL NEW AND EXISTING (RETAINED) PIPEWORK TO BE

THERMALLY INSULATED.
 SECONDARY PIPEWORK DISTRIBUTION ROUTES AND SIZES

ARE INDICATIVE AND WILL BE VERIFIED ON SITE DURING
CONSTRUCTION PERIOD PRIOR TO STRIP OUT.

 MECHANICAL CONTRACTOR TO DEVELOP INSTILLATION
DRAWINGS PRIOR TO STRIP OUT FOR APPROVAL BY
ENGINEER.

GG
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SF15.04.16C1 CONTRACT ISSUE

SERVICES CONTINUE
TO SERVE FINAL RISER

SERVICES CONTINUE TO
SERVE WEST WING KITCHEN


