G |
CPm@iiEiiig ] T S AL N
=Sy £ 0. Fe
DETERMINING :
CONNECTION METHOD GIS LINEUP . L
BETWEEN (OUTDOOR OR
TRANSFORMERS AND BUILDING)
Gls
DETERMINING ;

CONNECTION METHOD i
BETWEEN 3450H AND
GIS

INCOMING ———
345KV LINES

=
&



