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Oxford, MI 48371 USA
575 S. GLASPIE ST.

FIELD PIPING 
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3500 Gal SS Tank - Hot Well / Cold Well 
w/ Equalizer
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Roof - Elevation 30 ft AFF

8" Grooved Supply

12" Grooved Gravity 
Return

12"  Gravity Return - 
Minimum Slope
1/2" per ft

Platform (by others)

Furnace 275
GPM

Furnace 275 
GPM

Furnace 275 
GPM

Coating Machine
330 GPM

Future 
Expansion
25%

Fiberglass 
Evaporative Cooling Tower

System Note:
Pump Station to be located on mechanical platform/mezzanine, 
12ft above factory floor (AFF).
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Treatment
(by others)

3/4"

Tower Pumps (2)
ITT e1510 6BD, 30 HP, 8"x6" 
1440 GPM @ 25 psi

Process Pumps (3)
ITT e1510 5GB, 40 HP, 6"x5" 
720 GPM @ 50 psi each
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